PROVIDE CLAMP
WITH SUPPORT

ROUND ALL SHARP
CORNERS 1/2" RADIUS

LENGTH AND THREADS TO ALLOW MIN. &
MAX. DIMENSION SHOWN

STAINLESS STEEL ANCHOR BOLTS OR
SELF—DRILING CONCRETE ANCHORS, SIZE AND
NUMBER TO MATCH FLANGE

THREADED 150 LB. REDUCING
FLANGE GALV.

NON—SHRINK GROUT

NOTE:

1. PIPE SUPPORT SHALL BE GRINNEL FIG. 264,
ELCEN FIG. 50, OR EQUAL.

ADJUSTABLE

PIPE SUPPORT

V 2

2016

L PN 4

' YUCC”pO VO”ey Water District Directors on March 16, 2016 as

Approved by the Yucaipa
Valley Water District Board of W - 2 5

Resolution No. 2016-13

Sheet 1 of

2




ADJUSTABLE PIPE SADDLE SUPPORT SCHEDULE
DIMENSIONS IN INCHES

PIPE D

SIZE A B ¢ MINIMUM MINIMUM

2 1/2 2 1/2 11/2 9 8 13
3 2 1/2 11/2 9 8 1/2 13 1/2

31/2 2 1/2 11/2 9 8 1/2 13 1/2
4 3 2 1/2 9 9 1/2 14
6 3 2 1/2 9 10 1/2 15 1/2
8 3 2 1/2 9 11 1/2 16 1/2
10 3 2 1/2 9 13 1/2 18 1/2
12 3 2 1/2 9 15 19 1/2
14 4 3 11 16 1/2 20 1/2
16 4 3 1 17 1/2 22 1/2
18 6 31/2 13 1/2 19 1/2 24
20 6 31/2 13 1/2 21 25 1/2
24 6 4 13 1/2 23 1/2 28 1/2
30 6 4 13 1/2 27 31 1/2
32 6 4 13 1/2 28 1/2 32 1/2
36 6 4 13 1/2 30 1/2 34 1/2
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